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GENERAL AND SITE PLAN NOTES PAVING PLAN NOTES ON SITE DRAINAGE PLAN NOTES
ALL CONSTRUCTION UNDER THE PUBLIC WORKS PERMIT SHALL CONFORM TO THE GCITY OF 1. HOT USED. 1. NoT usED
TEWPE SUPPLEMENT TO THE MAG SPECIFICATIONS AND DETAILS, MARICOPA ASSOCIATION - -
OF GOVERNMENTS UNIFORM STANDARD SPECIFICATIONS AND DETAILS (MAR SPECIFICATIONS 2. NOT USED. 2. WOT USED
AND DETATLS), AND CITY OF TEMPE TRAFFIC BARRIGADE MANUAL. . -
8. NOT USED. 3. NOT USED
A PERMIT ISSUED BY THE ENGINEERING DIVISION SHALL BE REGUIRED FOR ALL WORK IN THE .
CITY OF TEMPE RIGHTS-OF-WAY, 4. NOT USED. 4. NOT USED
THE CITY SHALL BE NOTIFIED PAICR TO ANY CONSTRUGTION WORK. CALL THE ENGINEERING 5. NOT USED.
REQUEST LINE AT (480) 350-8475 AT LEAST ONE BUSINESS DAY GEFORE START OF GONSTRUGTION
TO REQUEST INSPECTIONS. CONSTRUCTION WORK CONGEALED WITHOUT INSPECTION BY THE 8. NOT USED.
CGITY SHALL BE SUBJECT TO EXPOSURE AT THE CONTRACTOR'S EXPENSE.
HOT USED.
LOCATION OF ALL WATER VALVES, MANHOLES, AND CLEANOUTS WUST BE REFERENGED AT ALL
TIMES DURING CONSTRUCTION AND MADE AVAILABLE TO THE WATER AND WASTEWATER DIVISION.
NO JOB WILL BE CONSIDERED COMPLETE UNTIL ALL CURBS, PAVEMENT, AND SIDEWALKS HAVE
BEEN SWEPT CLEAN OF ALL DIRT AND DEBRIS AND ALL SURVEY MONUMENTS ARE INSTALLED
ACGORDING TO THE PLANS.
THE CITY WILL NOT PARTICIPATE IN THE COST OF CONSTAUCTION, UTILITY RELOGATION,
CONSTRUCTION STAKING, OR "AS-BUILT" PLANS.
ALL EXISTING STREET MONUMENTS MUST BE PRESERVED. PRICR TO CONSTRUCTION
MONUMENTS WILL BE REFERENCED HORTZONTALLY AND VERTIGALLY. AETER COMSTRUGTION, SEWER, WATER and UTILITY PLAN NOTES
gg“g'l‘fgswg#'-'f“:%?ﬁﬂ AND FIELD NOTES, INCLUDING NEW ELEVATION, SHALL 1. THE CONTRACTOR SHALL UNGOVER ALL EXISTING LINES BETNG TIED INTO TO VERIFY THEIR LOCATION,
- SIZE, MATERIAL TYPE, ETC. PRIOR TO GONSTRUCTION OF NEW LINES. THE CONTHACTOR WILL LOGATE
WoT USED OR HAVE LOCATED ALL EXISTING UNDERGROUND PIPELINES, TELEPHONE AND ELECTRIC CONDULTS, AND
. STRUCTURES IN ADVANCE OF GONSTRUCTION AND WILL DBSERVE ALL POSSIBLE PRECAUTIONS TO AvGID
10 NOT USED. DAMAGE TO SAME. CALL BLUE STAKE AT 802-263-1100.
2. vor vem STREET LIGHTING PLAN NOTES
11 ALL ON-SITE PRIVATE UTILITIES AND DETAILS SHOWN IN THESE PLANS ARE FOR REFERENCE g ] P —
ONLY AND ARE NOT APPROVED ON THESE DRAWINGS. SEE PLANS THAT ARE APPROVED BY 3. HOT USED . .
BUTLDING SAFETY FOR ON-SITE PRIVATE UTILITIES. g - .-
12 THIS SET OF PLANS HAS BEEN REVIEWED FOR GOMPLIANCE WITH CITY REGUIREMENTS PRIOR TO i HOT UFSED: 3. [
ISSUANCE OF CONSTRUCTION PEAMITS. HOWEVER, SUGH REVIEW SHALL NOT PREVENT THE CITY 5. NOT USED . .
FROM REQUIRING CORRECTION OF ERRORS IN PLANS FOUND TO BE IN VIOLATION OF ANY LAW OR . ] 4. NOT USED
OADINANGE. IT IS THE RESPOMSIBILITY OF THE PROFESSIONAL ENGINEER SEALING AND SIGNING &. NOT USED . .
THESE PLANS TO BE GCERTAIN THAT THEY ARE IN FULL GOMPLIANCE WITH GITY OF TEMPE . E 5. WoT useD
STANDARDS, DETAILS, CRITEAION, LAWS, AND ORDINANCES. 7. NOT USED. . -
13 THE CITY DOES NOT WARRANT ANY GUANTITIES SHOWN ON THESE PLANS. 8. NOT USED. 6. NOT USED.
14 THE CITY APPROVAL IS FOR GENERAL LAYOUT IN THE RIGHT-OF-WAY, ON-SITE GRADING, 9. NOT UsED 7. HOT USED.
DRAINAGE, WATER AND SEWER. THIS PLAN CHECK APPROVAL IS VALID FOR A PERLOD OF OME . g 8. KOT USED
YEAR FROM APPLIGATION DATE. CONSTRUCTION PERMITS SHALL BE OBTAINED DURING THIS 10, NOTIUSED . .
PERIOD OR THE PLANS SHALL BE RESUBMITTED FOR REVIEH AND APPROVAL. ONE & WONTH . :
EXTENSION MAY BE GRANTED UPON REGUEST IF THE REGUEST IS WADE PRIGR TO TH
EXPIRATION OF THE ONE YEAR PERTOD AT A GOST OF 25% OF THE TOTAL PLAN GHECK FEE. 11. ALL VALVES SHALL BE FLANGED TO FITTINGS, PREFERABLY TEES.
PERMITS MUST THEN BE ISSUED WITH & MONTHS AND THEY WILL BE VALID FOR ONE YEAR FROM
ISSUE DATE, OTHERWISE, THE PROJECT EXPIRES AND PERMITS ARE VOIDED. 12. THRUST & ANCHOR BLOCKS PER MAG STANDARD DETAIL S01, 380 & 387.
15 AN APPROVED SET OF FLANS SHALL BE AVAILABLE ON THE JOB SITE AT ALL TIMES. e SKIE“&SEE?MEW %végigxﬁmeﬁn%%vgﬁ:'m .
16 MOT USED. 14. NOT USED.
17 NOT USED. 15. NOT USED,
18 NOT USED. 16. NOT USED.
18 NOT USED. 17. NOT USED.
20 THE CONTRAGTOR SHALL CONTAGT ARLZONA BLUE STAKE AT 602-283-1100 AT LEAST 48 HOURS 1. HOT USED
PRIOR TO COMSTRUGTION. : -
21 THE CONTRACTOR SHALL BARRICADE CONSTRUCTION SITES AT ALL TIMES PEN THE CITY OF TEMPE
TRAFFIC BARRIGADE MANUAL. WHEN REGUIRED 8Y THE GITY, A TRAFFIC CONTROL PLAN SHALL BE
SUBMITTED FOR APPROVAL IN ADVANCE OF CONSTRUCTION.
22 THE CONTRACTOR MAY OBTAIN A FIRE HYDRANT METER FOR CONSTRUCTION WATER FROM
CUSTOMER SERVICES. THIS METER SHOULD BE ORDERED TWO WORKING DAYS PRIOR TO THE
START OF GONSTRUGTION. THE UNLAWFUL REMOVAL OF WATER FROM A FIRE HYDRANT IS A
VIOLATION OF THE MUNIGIPAL CODE, PUNISHABLE BY FINE AND/OR IMPRISONMENT,
23 ALL BROKEN OR DISPLACED EXISTING CONGRETE CURB, GUYTER, OR SIDEWALK SHALL BE
REMOVED AND REPLACED AS DIRECTED BY THE CITY OF TEMPE ENGINEERING DIVISION INSPECTOR.
24 ALL CITY FAGILITIES, ALLEYS AND ROADWAY SURFACES DAMAGED BY DEVELOPER/CONTRACTOR
DURING CONSTRUCTION SHALL BE REPAIRED/RESTORED TO THE SATISFACTION OF THE GITY OF —
TEMPE ENGINEERING DIVISION INSPECTOR PER THE RESPEGTIVE CITY AND/OR MAQ STANDARD
DETAIL.
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Benie BME CITY OF TEMPE “’E_T““E
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CONSTRUCTION NOTES

ANY OF THE WORK,

EQUIPMENT MANLUF;
(R) INQICATES RESTRAINED JOINT.

GENERAL NOQTES:

7.2 UMUTES BY CONTRACTOR CREW OR ACTMMTIES

\TED WITH TH
Sy PROJECT AS REQUIRED. IICDRPDR\TE THIS EFFORT WATHIN THE ORIGI{AL

FROJECT SCHEDULE AND COST(S).
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w

16"

S5 SANTAY SEWER
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(*} INDHCATES DIMENSIONS, DISTANCES COORDINATES OR ELEVATIONS TO BE
RVEYED AND FEELD VERFIED BY THE CONTRACTOR PRIOR TO INITIATING

{**)INDICATES DMAENSIONS OR E.EVA'I'K)NS TG BE DETERMINED BASED UPON

1. OONTR.CTOR SHALL INSTALL SHEETING, SHORING, AND/OR PIPE SUPPORTS
TO FACILTATE COMPLETE PROTECTION AND COWTINUAL OPERATION OF ALL
UTIITIES (AS SHOWN OR EXPOSED DLHONG CONSTRUCTION} WITHIN THE
. WORK AREA. COORDI NATEREPLACEMENTOFALLWAGEDORDETURBED

2. ALL PIPING, JOINTS, FITTINGS, VALVES AND APPURTENANCES SHALL BE FULLY
RESTRAINED.

EXPIRES 3751,/2018
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CITY OF TEMPE
GIVISION OF ENGINEERING

P.O_BOX TEMPE, AZ B340
¥E| EXISTING SITE PLAN
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— ]
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PROJECT NO.
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CONSTRUCTION NOTES

ANY OF THE WORK.

"} (R} INDICATES RESTRAINED JOINT,

PROJECT SCHEDULE AND COST(S).

RIGHT OF WAY
UTIEY ELECTRICAL
UTILETY GAS
PROPERTY LINE

(*} INDICATES DIMENSIONS, DISTANCES, COORDINATES OR ELEVATIONS TO BE
SURVEYED AND FIELD VERIFIED BY THE CONTRACTOR FRIOR TO INTIATING

(*)INDICATES DIMENSIONS OR ELEVATIONS TO BE DETERMINED BASED UPON
IPMENT MANUF RER SELECTED.

1. CONTRACTOR SHALL IMSTALL SHEETING, SHORING, AMD/OR PIPE SUPPORTS
TO FACHIITATE COMPLETE PROTECTION AND CONTINUAL OPERATION OF ALL
UNLITIES (AS SHWJ"NAO% EXPOSED DURING CONSTRUCTION) WITHIN THE

B‘f ES
PROJECT AS REQUIRED. MCORPORATE THIS EFFORT WITHIN THE ORIGINAL

2. ALL PIPING, JOINTS, FITTINGS, VALVES AND APPURTENANCES SHALL BE FULLY
RESTRAINED.

ALAWEDA
LIFT STATION

"DEFARTMENT OF PUBLI; WORKS

CITY OF TEMPE
DIVISION OF ENQINEERING

P.O. BOX TJENMPE, AZ BS280

DATE DATE
EXISTING SITE AERIAL L B
ALAMEDA LIFT STATION PROJECT NO.
Tempe, Arzena 3205541
LIFT STATION ASSESSMENT st Bor18
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ANY OF THE WORK.

(**}INDICATES DWAENSIONS OR ELEVATIONS TO BE DETERMINED BASED UPON

EQUIPMENT MANUFACTURER SELECTED.

(R) INDICATES RESTRAINED JOWNT.

GENERAL NOTES:

1. CONTRACTOR SHALL INSTALL SHEETING, SHORING, AND/OR PIPE SUPPORTS
TO FACIUTATE COMPLETE PROTECTION AND CONTINUAL OPERATION OF ALL

PROJECT AS REQUIRED. INCORPORATE THIS EFFORT WITHIN THE ORIGINAL
PROJECT SCHEDULE AND GOST(S).

2, ALL PIPING, JOINTS, FITTINGS, YALVES AMD APPURTENANCES SHALL BE FULLY
RESTRARNED.
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CONSTRUCTION NOTES

(*) INDICATES DIMENSIONS, DISTANCES, COORDINATES OR ELEVATIONS TO BE
- SURVEYED AND FIELD VERIFIED BY THE CONTRACTOR PRIOR TO INITATING
ANY OF THE WORK,

(**)INDICATES DIMENSIONS OR ELEVATIONS TO BE DETERMINED BASED UPON
EQUIPMENT MANUFACTURER SELECTED.
(R) INDICATES RESTRAINED JOINT.

GENERAL NOTES:

1. CONTRACTOR SHALL INSTALL SHEETING, SHORING, AND/OR PIPE SUPPORTS
TO FACILITATE COMPLETE PROTECTION AND CONTINUAL OPERATION OF ALL
UTILMIES (AS SHOWN OR EXPOSED DURMNG CONSTRUCTION) WITHIN THE
WORIC AREA. CODRDINATE REPLACEMENT OF ALL DAMAGED OR DISTURBED
UTILTIES BY CONTRACTOR CREW OR ACTIVITIES ASSQCIATED WITH THIS
PROJECT AS REQUIRED. INCORPORATE THIS EFFORT WITHIN THE GRIGINAL
PROJECT SCHEDULE AND COST(S).

. ALL PIFING, JOINTS, FITTINGS, VALVES AND APPURTENANCES SHALL BE FuLLy
RESTRAINED.

LEGEND:
———--—mv——— RIGHT OF WaAY
——— = —— UTIUTY ELECTRICAL
: UTILITY GAS
PROPERTY LINE

DEPARTMENT OF PUBLIC WORKS

CITY OF TEMPE
DIVISION OF ENGINEERING

P.C. BOJL 5002, TEMFE, AZ 85260

Rl
EXISTING SITE AERIAL JDATE —— IOSTR,
CAMELOT LIFT STATION PROJECT NO.
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TIONS TO BE
o FIELD VERIFIED BY THE CONTRACTOR PRIOR TO INITIATING
\ ) A ANY OF THE WORK,
L \ Voot \ (**}INDICATES DMENSIONS OR FLEVATIONS TO BE DETERUINED BASED UPON
W i Lo EQUIPWENT MANUFACTURER SELECTED.
H i | E \ Wl (R} INDICATES RESTRAINED -JOINT.
! '
{ \\‘ 1 = \\ | GENERAL NOTES:
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CONSTRUCTION NOTES

2. ALL PIPING, JOINTS, FITTINGS, VALVES AND APPURTENANCES SHALL BE FULLY
RESTRAINED.

(*) INDICATES DIMENSIONS, DISTANCES, COORDINATES OR ELEVATIONS To BE
SURVEYED AND FIELD VERWIED BY THE CONTRACTOR PRIOR TO INITATING
ANY OF THE WORK.

(*)INDICATES DIMENSIONS OR ELEVATIONS TO BE DETERMINED BASED UPON
EQUIPMENT MANUFACTURER SELECTED.

(R) INICATES RESTRAINED JOINT.

GENERAL NOTES:

1. CONTRACTOR SHALL INSTALL SHEETING, SHORING, AND/OR PIPE SUPPORTS
TO FACILITATE COMPLETE PROTECTION AND CONTINUAL OPERATION OF ALL
ununEER&s SHOWN OR EXPOSED DURING CONSTRUCTION) WITHIN THE
WORK EPLACEMENT OF ALL RBED
UTLIMES BY CONTRACTOR CREW OR ACTIVITIES ASSOCIATED WITH THIS
PROJECT AS REQUIRED. INCORPORATE THIS EFFORT WITHIN THE ORIGINAL
PROJECT SCHEDULE AND COST{S).
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—— -t — RIGHT OF WAY
@~ UTLITY ELECTRICAL
. . UTLITY GAS
—————— PROPERTY LINE

DEPARTMENT OF PUBLIC WORKS.
CITY OF TEMPE
DIVISION OF ENGINEERING

P.0. BOX 5002, TEMPE, A7 B280
]

DATE. DATE
EXISTING SITE AERIAL —
CARVER LIFT §TATION PROJECT NO.
Tompe, Arzana 3205841
LIFT STATION ASSESSMENT eHT 120F18

'2 oF '8



5 H Tl
z B4, & fle 25
? g mwmmmm . : ik
= mmm EEEyE m fe |5
- s4ZpBz &
= WP E Wmmmmm m Wm M ©®
= mm E -Nm g & 5d3 L= &
O |3€ ¥ mm m_mm 3 m mn.sm =z
mm siffl S5 13
Higs e SgEoer ¢ geee wzllac o8
Tm_..w_m m.ummm g me m.&mm
C .m mm mom WM?J m _ -ﬁ _ DWW mm m m
Umm ms. mmm mmm\ : 5 MYNmHmrm
(o' w.m § gEmedy g | = refil 52 |5
AR 4l &
2t il L D
3 Mmmmmm : Rmmmzm s IREE
fBeElt = edems | ; N
mmmme w seclegs m_m i gl 81,
£ LER - o i mmmm

i
)

" GYON Tviny

|

[ DN o A

| —

INVERT: 1155.53 (%)

|3 6f ]

3205%4 /



CONSTRUCTION NOTES

1 INDICATES DIMENSIONS, DISTANCES, COORDINATES OR ELEVATIONS TO BE
=" SURVEYED AND RIELD VERIFIED BY THE CONTRACTOR FRIOR TO INCATING
ANY OF THE WORK,

1 (")INDICATES DMENSIONS OR ELEVATIONS TO BE DETERWINED BASED UPON
] EQUIPMENT WANUFACTURER SELECTED.
(R) INDICATES RESTRAINED JOINT.

GENERAL NOTES:
1. CONTRACTOR SHALL INSTALL SHEETING. SHORING, AND/OR PIPE SUPPORTS
TO FACILITATE COMPLETE PROTECTION AND CONTINUAL OPERATION OF ALL
UTILITIES {AS SHOWN QR EXPOSED DURING CONSTRUCTION) WITHIN THE
WORK AREA, COORDINATE REPLACEMENT OF ALL DAMAGED OR DIFI'UREED
ES ASSOCIAT

OR_ACTMTIES TED WiTH TH
PROJECT AS REQUIRED. INCORPORATE THIS EFFORT WITHIN THE omemm.
PROJECT SCHEDULE AND COST(S).

“12. AL PIPING, JOINTS, FITTINGS, VALVES AND APPURTENANCES SHALL BE FULLY
RESTRAINED.
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-+ -~—{CT_JPROVIDE_APPROPRIWTE SIZE AND TYPE OF LINE STOFPAGE DEVICE SYSTEW.
FOR_APPROVAL.

|(8D)PROVIDE 8™ — & BEND (FLGAFLG).

CONSTRUCTION NOTES

SUBMIT

@P:Pgwoc BYPASS PUMP SYSTEM DISCHARGE AND CONNECT TO NEW 8" HOT
G

@PRCMDE BYPASS SUCTION CONNECTION AND PROVIDE AN AIR TIGHT COVER
FOR THE ©XISTING MANHOLE AT ALL TIMES.

(I)PREMDE TEMPORARY BYPASS PUMPING SYSTEM AND ALL NECESSART
TRAFFIC CONTROL IN ACCORDANCE WITH THE SPECIFICATIONS.

PRDVIDE B” BYPASS PIPE, FULLY RESTRAINED JOINT LENGTH.

(BEZ)PROVIDE B = 90" BEND (MJxikd).

(BEDPROVIDE 878" TEE (W),

@uw TO OPERATE VALVES AS NECESSARY TO ACCOMMODATE BYPASS
PUMPING.

@PROV‘IDE TEMPORARY SITE SECURITY FENCING TO EXTENTS SHOWN, SUBMIT
TO OWNER FOR APPROWAL.

BYPASS PUMPING SYSTEM LAYODOWN AREA

EXISTING WISC UTILITY

S

EXISTING ALAMEDA LIFT STATION

s‘.E)(IS“MG UGHT POLE

’ (*} INDICATES DIMENSIONS, DISTANCES, COORDINATES OR ELEVATIONS TO BE
SURVEYED AND FIELD

VERIFIED BY THE CONTRACTOR PRIOR T0 INIATING
ANY OF THE WORK.

(™)INDICATES DIMENSIONS OR ELEVATIONS TO BE DETERWINED BASED LPON
EQUIPMENT MANUFACTURER SELECTED.

(R) INDICATES RESTRAINED JOINT.
GENERAL NOTES:

1. CONTRACTOR SHALL
TO FACILITATE

INSTALL SHEETING, SHORING, AND/OR PIPE SUPPORTS

PROTECTION AND CONTINUAL OPERATION DF ALL
UTILITIES {AS SHOWN OR EXPOSED DURING CONSTRUCTION) WITHIN THE
WORK ARéA COORDINATE REPLACEMENT OF ALL DAMAGED OR DISTURBED
UTWITIES BY CREW OR ACTVITIES ASSOCIATED WITH THIS
PROJECT AS REQUIRED. INCORPORATE THIS EFFORT WITHIN THE ORTGINAL
PROJECT SCHEDULE AND COST(S).

. ALL FIPING, JOINTS, FITTINGS, VALVES AND AFPURTENANCES SHALL BE FULLY
RESTRAINED.
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CONSTRUCTION NOTES

(CIDPROVIDE APPROPRATE SIZE AND TYPE OF LINE STOFPAGE DEVICE SYSTEN.
SUBMIT FOR_APPROVAL

@FR(MDE BYPASS SUCTION CONNECTION AND PROVIDE AN AIR TIBHT GOVER
FOR THE EXISTING MANHOLE AT ALL TIMES.

IOVMIDE ASS PUMPING AND ALL NI
TRAFFIC CONTROL IN ACCORDANCE WITH THE SPECIFICATIONS.
PROWDE BYPASE PUMP SYSTEM DISCHARGE WNTD EXISTING MANHOLE.
FROVIDE AN AIR TIGHT COVER FOR THE EXISTNG MANHOLES AT ALL TIMES,

{(7@)PROVIDE t8™ BYPASS PIPE, FULLY RESTRAINED JOINT LENGTH.
i [(IS0)PROVIDE 19" — ©@° BEND (FLGXFLE).
-@gLT;P‘TS&oPERATE VALVES AS NECESSARY T0 ACCOMMODATE BYPASS

PRDVIIE TEMPORARY SITE SECURITY FENCING TO EXTENTS SHOWN. SUBMIT
TO OWNER FOR APPROVAL

7 ;
EXISTING ELECTRICAL METER- N

Q] Pﬂ)mTES Eluunmsms. DISTANCES, CODRDINATES OR ELEVATIONS TO BE
BY

I
SURVEYED FIELD VERIFEED THE CONTRACTOR PRIOR TO INITIATING
ANY OF THE WORK.

(*)INDICATES DIMENSICHS OR ELEVATIONS TO BE DETERMINED BASED UPON
EQUIPMENT MANUFACTURER SELECTED.

(R) INDICATES RESTRAINED JOINT.
GENERAL NQTES:

1. CONTRACTOR SHALL INSTALL SHEETING, SHORING, AND/OR PIPE SUPPORTS
TO FACILITATE COMPLETE PROTECTION AND CONTINUAL OPERATION OF ALL
UTILTIES (AS SHOWN OR EXPOSED DURING CONSTRUCTION) WITHIN THE
WORK AREA. COORDINATE REPLACEMENT OF ALL GAMAGED OR DISTURBED
UTIUTIES BY CONTRACTOR CREW OR ACTMITIES ASSOCWTED WITH THIS
PROJECT AS REQUIRED. INCORPORATE THIS EFFORT WITHIN THE ORIGINAL
PROJECT SCHEDULE AND COST(S),

- ¢ 2. AL FIFING, JOINTS, FITFINGS, WALVES AND APFURTENANCES SHALL BE Fully
RESTRAMNED.
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CONSTRUCTION NOTES

(CIPROVIDE APPROPRITE SIZE AND TYPE OF LINE STOPPAGE DEVICE SYSTEM.
SUBMIT FOR APPROVAL.

@PRUWDE BYPASS SUCTION CONNECTION AND PROVIDE AN AIR NGHT COVER
FOR THE EXISTING WANHOLE AT ALL TIMES.

-PR(MDE TEMPORARY BYFASS PUMPING STSI'EM AND ALL NI
TRAFFIC CONTROL IN ACCORDANCE WITH THE SPECIFICATIONS.

-F‘RCMDE CONNECT BYPASS PUMP SYSTEM DISCHARGE TO EXISTING 18~
BYPASS CONNECTION.

@cmr TO OPERATE VALVES AS NECESSARY TO ACCOMMODATE BYPASS
PUMPING,

(18)PROVIDE 18" BYPASS PIPE, FULLY RESTRANED JOINT LENGTH,

== P —— = ol

P

(IBC)PROVIDE 18" — 45' BEND (FLGXFLE).
(1B0)PROVIDE 18" ~ 9 BEND (FLOXFLG).

" INDICATES DINENSIONS, DISTANGES, COORDINATES OR ELEVATIONS TO BE
SURVEYED AND FIELD VERIFIED BY THE CONTRACTOR PRIOR TO INIATING
ANY OF THE WO
(“+)INDICATES DIMENSIONS OR ELEVATIONS TO BE DETERMINED BASED UPON
EQUIPMENT MANUFACTURER SELECTED.
(R) INDICATES RESTRAINED JOINT.

GENERAL NOTES:

EXISTING WALL

P/L

/—EXIS ING BIOFILTER

1. CONTRACTOR SHALL INSTALL SHEETING, SHORING, AND/OR PIPE SUPPORTS
TO FACILITATE COMPLETE PROTECTION AND CONTINUAL OPERATION OF ALL
UTILITIES (AS SHOWN QR EXPOSED DURING CONSTRLCTION) WITHIN THE
WORK AREA. COORDINATE REPLACEMENT OF ALL DAMAGED OR DISTURBED
UTILMES BY CONTRACTOR CREW OR ACTIVITIES ASSOCWTED WITH THIS
PROJECT AS REQUIRED. INCORPORATE THIS EFFORT WITHIN THE ORIGINAL
PROJECT SCHEDULE AND GOST(S).

2. ALL PWPING, JDINTS, FITTINGS, VALYES AND APPURTENANCES SHALL BE FULLY
RESTRAINED.
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